Crist Engineers, Inc. Consulting Engineers
1188 N. Salem Road, Suite 14 Matthew D. Dunn
Fayetteville, Arkansas 72704 (ENGINEERS) Craig A. Johnson
Telephone (479) 485-3300 Brian N. Wintle
www.cristengineers.com

ADDENDUM NO. 2

DATE: January 13, 2026

PROJECT: Benton Washington Regional Public Water Authority
Distribution System Improvements — 10 MG Tank
Decatur, Arkansas

BID DATE: January 21, 2026 at 1:00PM

This Addendum forms a part of the Contract Documents and modifies the original documents
provided to Bidders, as noted below. Acknowledge receipt of this Addendum in the space
provided in the BID FORM. Failure to do so may subject the Bidder to disqualification.

Remove sheet 3-Existing Conditions, in its entirety and replace and replace with sheet 3-

Remove sheet 4-Site Plan, in its entirety and replace and replace with sheet 4-Site Plan,
Remove sheet 6-Tank Plan and Elevation, in its entirety and replace and replace with sheet 6-

Add sheet 6A-Tank South Elevation (Logo), Addendum 2, to the plans in its entirety.
Remove sheet 10-Tank Details IV, in its entirety and replace and replace with sheet 10- Tank

Remove sheet 11-Tank Details V, in its entirety and replace and replace with sheet 11- Tank

Remove sheet 13-Electrical Plan, in its entirety and replace and replace with sheet 13-

Specifications Section 033000 — Cast-in-Place Concrete, revise as follows:
H. Field testing and inspection services will be provided by the Bwner
Contractor. The cost of such work, except as specifically stated otherwise, will be
paid by the ©wner Contractor. Testing of the following items will be by the Owner

Remove Specifications Section 272060 Level Measurement: Ultrasonic in its entirety.

Iltem No. 1. Plans
a.
Existing Conditions, Addendum No. 2.
b.
Addendum No. 2.
C.
Tank Plan and Elevation, Addendum No. 2.
d
e.
Details IV, Addendum No. 2.
f.
Details V, Addendum No. 2.
g.
Electrical Plan, Addendum No. 2.
Item No. 2. Contract Documents and Specifications
a. Specifications Section 004100 - Bid Form, Article 7, revise as follows:
Er—Siatementoi-Comalianee
b.
Contractor to verify conformity with this Section.
C.
d.

Specifications section 331002 — Steel Pipe, Section 1.3.H. Revise as follows:
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Continued— BWRPWA 10MG Tank-Decatur Addendum 2

H. When the SUPPLIER employs fabrication subcontractors, the SUPPLIER will
be responsible for all aspects of outsourcing, submittals, drawings, etc. All
submittal drawings, regardless of origin, shall be provided in an identical format.
SUPPLIER shall be responsible for any additional inspection costs of fabrication
subcontractor, and will ensure work is performed in full conformance to the
project specifications. Fabrication subcontractor(s) must be-Steel-Plate-Fabricators

Asseociation-{SRFA)-Certified-show verifiable prior experience in the fabrication of

steel water pipe.

e. Specification Section 331613 — Wire Wound Prestressed Concrete Tank AWWA D110-Type I,
Section 1.04.E.4. Revise as follows:
2. Maximum Liquid Fill/Withdraw Rates:
a. Fill Rate: 838 24 MGD
b. Withdraw Rate: 8-36- 24 MGD

f. Specification Section 331313 — Wire Wound Prestressed Concrete Tank AWWA D110-Type Ill,
Section 2.09. Revise as follows:

2. Influent/Effluent Piping: Influent and effluent piping shall be epexy-ceated
AWMWA-C200 steelwaterpipe-and-AWWA-C208-steelfittings ductile iron
pipe conforming to AWWA C151 and ductile iron fittings conforming to
AWWA C153. Pipe brackets fabricated from 304SS or concrete
encasement of the pipe shall be included in sufficient number to secure
pipe to the tank wall as required.

3. Wall Manhole: The tank shall have a minimum of one manhole for access
to the interior of the tank. The manhole shall be fabricated using 304SS
and shall have a minimum 34~ 36” outside diameter. and-a-+inimum-clear

g. Specification Section 331620 — Tank Mixing System, Section 2.1.B Revise as follows:
B. Operating Data

5. Average Fill Flow Rate during Fill Periods (gpm) — 4875-6600

6 Minimum Fill Flow Rate = 33% Average (gpm) — 5556 2178

7. Maximum Fill Flow Rate (gpm) — 25049-8 16667

8 Normal Maximum Outlet Flow Rate exiting tank (gpm) — 20833
16667
Page 2 of 3
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Continued— BWRPWA 10MG Tank-Decatur Addendum 2

END OF ITEMS
All other provisions of the Contract Documents remain unchanged. Acknowledge receipt

of this addendum on the Bid Form. Bids must be received at Benton Washington Regional
Public Water Authority office, 15531 Woods Lodge Road, Rogers, AR 72756 by 1:00 PM on

January 21, 2026.

MM 01/13/2026

Josh lvéore, PE (Crigt Engineers, Inc.)
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COORDINATE TABLE

Point # | Elevation Northing Easting Description
1 1427.50 | 726055.75 | 595161.03 | TANK INLET/OUTLET
2 1428.00 | 726120.34 | 595208.23 UGE
3 1428.00 | 726066.75 | 595241.77 TANK OVERFLOW
4 1427.95 | 726055.75 | 595242.53 TANK OVERFLOW
5 1427.50 | 726055.75 | 595161.03 TANK CENTER
6 1416.15 | 726145.67 | 595126.01 | TANK INLET/OUTLET

GENERAL NOTES:
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NOTES:

PIPE WITHIN ENCASEMENT SHALL
NOT BE WRAPPED IN POLYFILM.

1.

2.

ALL DIMENSIONS PARALLEL TO & PIPE

UNLESS OTHERWISE NOTED.
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ELECTRICAL NOTES:
1. COMPLY WITH THE NATIONAL ELECTRICAL CODE.
2. ABOVE GRADE CONDUIT SHALL BE GALVANIZED RIGID STEEL CONDUIT.
3. BELOW GRADE CONDUIT SHALL BE SCHEDULE 40 PVC, ALL BELOW GRADE BENDS

GREATER THAN 45 DEGREES SHALL BE PVC COATED GALVANIZED RIGID STEEL CONDUIT.
CONDUCTORS SHALL BE COPPER, THWN/THWN-2 INSULATION.

ALL SUPPORTS SHALL BE DOUBLE BACKED 1-5/8" STAINLESS STEEL UNISTRUT.
ALL UNDERGROUND DUCT SHALL HAVE 24" MINIMUM COVER AND HAVE A #4/0 BARE

oo s

COPPER COUNTERPOISE AND MARKING TAPE INSTALLED ABOVE DUCT.

FURNISH AND INSTALL

NEW CIRCUIT BREAKER

CONTINUE TO EXISTING SCADA RTU COIL
CONDUCTOR IN EXISTING CABINET, FINAL
Iz“\ CONNECTIONS AND INTEGRATION BY OWNER

IN EXISTING PANEL BOARD

¥

A

EXISTING METER

VAU LT
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INSTALL 2- 3/ " CONDUITS WITH PULL STRING TERMINATED
AT A JUNCTION BOX (OR CAPPED) ON TOP OF THE TANK FOR FUTURE USE

INSTALL 2-1" CONDUITS WITH PULL STRING FROM JUNCTION
BOX TO JUNTION BOX FOR VFUTURE USE
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